C: \Projects\6996B\LIFT.ONG Fri May 09 15:39: 12 2003 COPYRIGHT ANDY EASLEY ENGINEERING, INC.

30" X 30" OPENING AS PER CITY SPEC.

HEAVY DUTY FLOOD (PANEL TO BE 12" DEEP) EMERGENCY PIPING
SEAL PERIMETER OF TIGHT ALUMINUM UNIFLANGE SEE DETAIL SHT XXX
HATCH ELTENGES HATCH (300 PSF) TELEMETRY PANEL
SEE NOTE 26. CONTROL BUILDING
ROOF CONSTRUCTION
215# FIBERGLASS SHINGLES (COLOR BY OWNER) BUILDING NOTES .
57%° DECKING W1 CLIPS ¢ 6" DI MJ SOLID 6" GATE VALVE AND BOX
154 BUILDING FELT, 2* LAP 1. MINIMUM DOOR DIMENSIONS - 3-6"X 6-8°X 1-3/4° (GATE VALVES TO BE
ALUM DRIP EDGE 2. DOOR SHALL HAVE 3 HINGES W/ HASP FOR PAD LOCK SLEEVE (TYP.) RESILENT SEAT)
2X 4 RAFTERS AT 16° O.C. 3. DOOR SHALL HAVE AN ALUM. THRESHOLD,
2 X 4 CEILING JOISTS AT 16" O.C. 4. DOOR SHALL BE 16 GA. STEEL W/ 22 LOUVER. . FLAT TOP SHALL HAVE
CONT. RIDGE VENT 5. BUILDING SHALL MEET ALL LOCAL AND NATIONAL CODES. 8" OF CONCRETE BETWEEN o
ALUMINUM SOFFIT W/ CONT. VENT 6. DOOR FRAME SHALL BE STEEL. HATCH OPENINGS. —
1 X4 FASCIA W/ ALUM, FACE 7. SUPPLY AND INSTALL OVERHEAD LIGHT W/ SWITCH @ DOOR. D Pl atmiostantes ———
8. SUPPLY AND INSTALL ONE DUPLEX OUTLET. \ Y .y
9. ALL LUMBER SHALL BE # 1 KILN DRIED, TREATED el | R
sa-"" V4 - ‘\\
); > /// //,/ N \\\ ( )
~—1- s NN 6" GATE VALVE AND BOX
TELEMETRY TOBE . s N (GATE VALVES TO BE
ek m ,/ s m. | m\ _\\_ _d__ RESILENT SEAT)
Croeaae> o t—d==7 i N
b\ [ 1 1 N—"" ) \ h ~ -
—] LIGHT - - "N Faim | v
- 80" OUT TO OUT — A l_/ 1] 6°x6* TEE i |
— — — 1 } [ TN
ALARM LIGHT VISIBLE ] — Aﬁ— = ) T - - i i N Z
FROM ROADWAY — — CONSTRUCTION —_—— 1R —tt —
JUNCTION BOX \(]: = - e I P s '
SEE DETAIL . - — 4" BRICK VENEER ON 'Y }
ON SHEET XX (3) — 2" conbuITs ] - 1/2° FIBERGLASS OR PLYWOOD SHEATHING M ) /
£ S i oy 5, o1 oty I ~ jiita) /7
(| ONTRACTOR SHALL ARRANGE 16°0.C. SEWER -~ VERIFY -4 ] ) N ] / 6" CLASS 52 D.J. PIPE 6" C900 PVC FORCE MAIN
- CONTRACTOR SHALL ARRANGE — WALL TIES AT 16° O.C. VERT. & HORIZONTAL. 0CATION W/ PN | - X AN Y,
— UTILITY AND PAY ANY AND ALL — N /
— FEES - N .
[‘ o d — \ \\ // 7/
] - AN N ‘< /7 \
- CONTROL PANEL AS PWER Y N W g 30"X30" OPENING Q
— CITY SPEC. — S~ - -7 ™\ HEAVY DUTY FLOOD g € 2
L , — CONTRACTOR SHALL - ~<\_____ TIGHT ALUMINUM < o &
] ARRANGE SERVICE - \ HATCH (300 PSF) o0’ z 3
VENT PIPING | CONNECTION wumounuw — \ ]
SEE DETAIL "y 6" . ™ ] AND PAY ANY AND ALL — 2
EE DETAL 6" X 6" X 24" PEDESTAL——_] - = AND. = L] = w2 2
HINGED FLOOD =N — 6’ ID VALVE VAULT > § 4
96" I.D. CONCRETE TIGHT ALUMINUM HINGED FLOOD - SEALANT — ui
WET WELL PER ACCESS HATCH - TIGHT ALUMINUM - 30" G
ASTM C—76 = ACCESS HATCH = S > -
RAIL MOUNTING PLATE — 6 L. VALVE VAULT - e D) DiA 6" PLUG VALVE 3 %
BOLTS TO HATCH FRAME - /pER' ASTM C-478 - 2" HUB — NO HANDWMEEL l l I NEE -
] - P>
—_— e L] * w
378.00 TOP OF WELL \_ — . wboo . 6" CHECK VALVE > 3
) % .hll".'“--‘h F == ‘—-_-_;— NOTE L-IJJ &
| [ =] —] : m
L] — —— —— — — -t
et Yt 1 et 3 — Sll=lI=l: I=l=I=I=]E= ALL UNDERGROUND PIPES SHALL o) ®
E R e e [ e | B A \ / \_ i, BE RESTRAINED WITH MEGA LUGS. <
__UIZIH‘:_”_': 3" CONDUIT 36" 6" CHECK VALVE ()
SE=l= W/ OUTSIDE SPRING & LEVER X 0 S
El |:| | |: FLEXIBLE 48 S 8
l= oot " FLEXIBLE soot x
T11- B T »
T & Ol BOOT 6"X6" TEE s E m §
<su.;gvg EAST JORDAN FRAME z =
_ & GRATE # 1022 Z 9o
I T Y| — — SOLID COVER. g ¢
= i (@) | — g &
.I. LI. Ll.rl_u_L \[..]j// B Ao aan - : : —— FINISH GRADE OR PAVING CONCRETE PAD- 2 @
‘ 7 e | f e e CROWN TO SHED WATER o T
\f_ FLANGED FLEXIBLE ADJUSTABLE x /. . )., CONCRETE =l — - — |
JOINTS COUPLINGS  \ PIPE = 6" PLUG QUICK RELEASE COUPLING i b
SUPPORTS ] VALVE -
WATERTIGHT NEOPRENE GASKET [:er N s Y - A 7\ B —
] § OF Dog i c%%\ T # 401 APCO SEWAGE / /]
baﬁ’g"ﬁngu * A R D500 R s S AIR RELEASE VALVE w
NHOL/ 2" INLET W/ BACK b ADJUSTABLE CAST IRON VALVE
SLEEVE COVER
6" COMPACTED #7 STONE BEDDING SLOPE BOTTOM OF FLOOR ATTACHMENTS BACK FLUSHING HOSE 4-6" MINIMUM sox wm <
ON 8" LIFT #53 COMPACTED STONE TO DRAINT TO DRAIN PIPE
INVERT OF GRAVITY CAST IRON VALVE
o SEWER VERIFY WITH ~——] é BASE LrJ
LAN AND PROFILE SHEET . "
3° D.. FLANGED PIPE MECHANICAL JOINT (TYP.) 1" BLOW OFF VALVE x
NIPPLE WITH SERIES 35 , TRACING WIRE Z
TIDEFLEX CHECKVALVE |-0:E:' 2" BRONZE AR —
[ =1 GATE WLV >
8'-0" DIA TRACING "
WRE ——
\ 2" BRASS $TAND PIPE - <
S HOJ (= = ¢ RESILENT SEAT GATE VALVE 7a) s
S 3
T\ 6"X2" TAPPING SADDLE < Z
_/_ \_ UNDERGROUND GATE VALVE & ROAD BOX — D: Ll —
e = — (AND TRAGING WIRE ACCESS BOX) NTS. L : > .-
>_.
REINFORCED CONCRETE Q < =
SECTIONS IN ACCORDNACE WTH INTERMEDIATE GUIDE RAIL SUPPORT m <z
ASTM C-76 4000 PSI ~—| - AS PER MANUFACTURER €900 10'-0" DUCTILE IRON FORCE MAN C900
oS e o ZM .2
M S SEAL.
SANITARY F.M. AIR RELEASE VALVE @) Ll U o
=z _
VEE
n -
Ll < @
<7
< E L E
\ CONCRETE BRIDGE DECK 7 ¥ =z
_/_ R 4 9 0 <
4 |._ >
! m
i 20.92 30.31 30.26 28.84 22.63
R A / Ll
HYDROMATIC RAIL GUIDE RAIL Q
OR ABS 3116 S.S. MONORAIL SYSTEM PHD MFG. WALL BRACKET 12.00 i a < | §
TYPE 0, FIG. 860 A 12" CONCRETE CURB GUARD RAIL
a _
A
K7 A A / /—16" CONCRETE BRIDGE DECK
$55.00 HIOH WATER. ALARM LD . —— u T T T 71 | A I u I u n u n u n
/7 —\ N, PIER CAP T e e e e e e e e e e e e e e e e e e e e
354.50 LAG PUMP "ON" - -] 7/8" THREADED ROD : : :
ADJUST LENGTH OF ROD : 3/4" X 3 DROP o
354.00 LEAD PUMP "ON" -] TO PROMIDE LE. INDICATED g ®
ON PROFILE ANCHOR BOLTS - A s
FLOATS BY FLYGHT OR APPROVED EQ, | _ (2/BRACKET) A ) CONCRETE 3 @ 3
FLOATS AS SHOWN FOR GRAPHICAL " CL. 1 IPING W GED EN b o Q v
BRIy, Do Howm FOR GRAPHICAL | 1 6" CL. 52 D.. DISCHARGE P / FLANGED ENDS 5 SEALED gxg L PIER CAP e 2o NKS SEALED END
FRON T OPF DISCHARGE PIPE}———"" | < =S = =18 1) CAP
au < <2 <2
4 23w k> i} —— CONCRETE PIER b e
PuMps MEST BB SIBD ’ = J A ,
2 \[6RIFED PY ENS P, 1 |
q .
o PHD MFG. 10"# CLEVIS 4 <
351.5 PUMPS "OFF” D ™ HANGAR, FIG. 420 .
| 4 X 6" REDUCER WITH FLANGED ENDS - T p 4
M 4 a4 d g
4" NON-CLOG SEWAGE PUMP 4P, 7.5 HP, 5
POURED AND 10" DUCTILE IRON CASING /—L_,D ,-\_,D u
TROWELED 18' STANDARD LENGHTS — §
S4M BASE AND 4" DISCHARGE ELBOW LOCATE FLANGES SO AS NOT 4
PUMP CENTERLINE = XXX.XX / ko ) TO INTERFERE WITH HANGERS
—7
|1
350.00 BOTTOM OF WELL _
) \
o ~—~——_
HARGE ELBOW
349.00 _ - - BASE AND DISCHARGE 6" C900 FORCE MAIN
(SHOWN WITH BELL IN
CASING PIPE)
24" COMPACTED # 7 STONE BEDDING SECTION A—A
= LIFT_STATION

PIPE HANGER DETAIL BRIDGE CROSSING DETAIL



